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Newton, MA
Modular Classroom Additions

08/11/2011

BID DOCUMENTS

DRAWING LIST

TMP Consulting Engineers, Inc.
Kalin Associates

City of Newton Public Buildings Department

HMFH Architects, Inc.
/ MEP, FP Engineers

/ Specifications Consultant

/ Architect

A0 -       TYPICAL DETAILS ALL THREE SCHOOLS
B-A1 -     BURR SITE PLAN
B-A2 -     BURR FLOOR PLANS
B-A3 -     BURR EXTERIOR ELEVATIONS
HM-A1 -  HORACE MANN SITE PLAN
HM-A2 -  HORACE MANN FLOOR PLANS
HM-A3 -  HORACE MANN EXTERIOR ELEVATIONS
Z-A1 -     ZERVAS SITE PLAN
Z-A2 -     ZERVAS FLOOR PLANS
Z-A3 -     ZERVAS EXTERIOR ELEVATIONS
B-P1 -     BURR FLOOR PLAN (PLUMBING)
HM-P1 -  HORACE MANN FLOOR PLAN (PLUMBING)
Z-P1 -     ZERVAS FLOOR PLAN (PLUMBING)
B-M1 -    BURR FLOOR PLAN (MECHANICAL)
HM-M1 - HORACE MANN FLOOR PLAN (MECHANICAL)
Z-M1 -     ZERVAS FLOOR PLAN (MECHANICAL)
E-0.0 -    LEGEND, RISER DIAGRAMS (ELECTRICAL)
E-1.0 -    BURR FIRST AND SECOND FLOOR PLANS
(ELECTRICAL)
E-2.0 -    HORACE MANN BASEMENT AND FIRST FLOOR
PLANS (ELECTRICAL)
E-3.0 -    ZERVAS FLOOR PLAN (ELECTRICAL)

Burr Elementary School
171 Pine Street

Horace Mann Elementary School
687 Watertown Street

Zervas Elementary School
30 Beethoven Avenue



UNDERSIDE
OF DECK

FLOOR SLAB

ACOUSTICAL
SEALANT AT ROOF

DECK (TYP.)

ACOUSTICAL
SEALANT AT

FLOOR (TYP.)

8 1/2"
6" LT. GAUGE STEEL STUDS

6" ACOUSTICAL BATT INSULATION

2 LAYERS- 5/8" TYPE X
G.W.B.

5' 
- 4

"

3' - 6"

2' 
- 2

"OP
ER

AB
LE

 V
EN

T 
RE

MA
IN

S 
SA

ME
 S

IZ
E

6' 
- 1

0"
 @

 A
LT

. F
OR

 S
US

TA
IN

AB
LE

 U
PG

RA
DE

NOTE: SUSTAINABLE UPGRADE TO BE FIBERGLASS
WINDOW @ ALL THREE SCHOOLS

AND INTERIOR AND EXTERIOR LIGHT SHELVES ON SOUTH
ELEVATION OF ZERVAS ONLY
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NOTES:
A. REFER TO SPECIFICATIONS FOR GLAZING TYPE
REQUIRED.

B. GLAZING STOPS SHALL BE INSTALLED ON ROOM SIDE OF
FRAME WHEN FRAME IS IN CORRIDOR OR LOBBY

C. ALL HOLLOW METAL DOORS SHALL RECEIVE HIGH
PERFORMANCE PAINT FINISH.

D.    INTERIOR DOORS: WOOD VENEER WITH CLEAR FINISH TO
MATCH EXISTING (TYP. MAPLE OR OAK).

E.   NEW FIBERGLASS EXTERIOR DOOR AT HORACE-MANN.
EXISTING FIBERGLASS DOORS RE-USED AT BURR AND
ZERVAS.

F. TYPE 'B' DOOR USED AT INTERIOR VESTIBULE AT ZERVAS.
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SECTION VIEW

PLAN VIEW

EXTERIOR WALL: CEMENT FIBER
PANEL SIDING W/ STUD BACK-UP

SCALE: 1 1/2" = 1'-0"

HORIZONTAL & VERT.
BATTENS OR METAL TRIM AT
PANEL JOINTS (TYP.)

BATTEN OR METAL TRIM

1X3 VERT @ 16" O.C.
(PRESSURE TREATED)
OR METAL Z-CHANNEL

(a) SET RIGID INSULATION IN A BED OF
SEALANT/ ADHESIVE AGAINST AIR BARRIER.
(b) SECURE RIGID INSULATION BOARDS TO
SUBSTRATE W/ FASTENERS TO CREATE A
TIGHT CONDITION.

OVERALL ASSEMBLY U-FACTOR (d)

6" LT. GAUGE METAL FRAMING

GYPSUM SHEATHING

2 1/2" RIGID
INSULATION

Z-CHANNEL OR FURRING TO ATTACH SIDING
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BASE CABINET
WITH SINK

TEACHER WARDROBE

NOTE: TEACHER
WARDROBE AT ALL  THREE
SCHOOLS. BASE CABINETS
AND SINK AT BURR ONLY.
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BACK PANEL W/ COAT HOOK
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GENERAL NOTES FOR
BURR, HORACE-MANN, &
ZERVAS ELEMENTARY
SCHOOLS:
1. THE FOLLOWING DOCUMENTS ARE TO BE USED AS A BASIS FOR
SUBMITTING A BID FOR FOUR MODULAR CLASSROOMS: A ONE-
CLASSROOM ADDITION AT BOTH BURR AND HORACE-MANN
ELEMENTARY SCHOOLS AND A TWO-CLASSROOM ADDITION AT
ZERVAS ELEMENTARY SCHOOL.

2. THE CONTRACTOR IS RESPONSIBLE FOR PRODUCING AND
SUBMITTING FINAL ENGINEERING AND PERMITTING DOCUMENTS BASED
ON THESE DOCUMENTS TO MEET  THE 8TH EDITION OF THE MA. STATE
BUILDING CODE AS WELL AS ALL OTHER LOCAL AND STATE
REGULATIONS.

3. MODIFICATIONS TO THE EXISTING BUILDING NECESSARY FOR THE
NEW CLASSROOM(S) ADDITION ARE DESCRIBED AS A BASIS FOR
DEVELOPING A BUILDABLE SOLUTION. THE CONTRACTOR IS
RESPONSIBLE FOR PRODUCING ALL PROFESSIONALLY STAMPED
DOCUMENTS NECESSARY FOR CONSTRUCTION.

4. NEW AND USED CONSTRUCTION TO BE NON-COMBUSTIBLE.

5. ALL MODULAR BUILDINGS TO BE CONSTRUCTED FOR FUTURE
RELOCATABILITY.

6. ALL JOINTS BETWEEN NEW ADDITIONS AND EXISTING
CONSTRUCTION TO BE BUILT WITH EXPANSION JOINTS. INCLUDE ALL
INTERIOR AND EXTERIOR FINISH PLATES AND FILLERS.

7. AT ALL THREE LOCATIONS EXCAVATE AS NECESSARY FOR NEW
PIER FOUNDATIONS. INSTALL A MINIMUM OF 4" OF CRUSHED STONE
WITHIN THE FOOTPRINT OF NEW ADDITIONS. THE STORM WATER RUN-
OFF IS TO BE DIRECTED TOWARD SCUPPERS AND DOWNSPOUTS THAT
TERMINATE AT THE CRUSHED STONE WELL PER THE DETAIL ON THIS
SHEET.

8. REPAIR/PATCH EXISTING ASPHALT SURFACES DAMAGED DUE TO
STAGING AND STORING OF MATERIAL AND EQUIPMENT AT COMPLETION
OF THE PROJECT.

 1 1/2" = 1'-0" 1TYP INTERIOR PARTITION

 1/2" = 1'-0" 2TYP. NEW EXTERIOR WINDOW ELEVATION

 1/4" = 1'-0" 4NEW DOOR ELEVATIONS

 1 1/2" = 1'-0" 6TYP. NEW EXTERIOR WALL COMPOSTITION

 3/4" = 1'-0" 5DOWNSPOUT OVERFLOW
NOT TO SCALE

 1/4" = 1'-0" 7MILLWORK ELEVATION

 1/4" = 1'-0" 8ELEV. WOOD CUBBIES

SUSTAINABLE UPGRADES:

1. CHANGE ACOUSTICAL SUSPENDED CEILING FOR NEW
CLASSROOM TO BE ACOUSTIC PANEL INSTALLED AS TIGHT TO
STRUCTURE AS POSSIBLE TO ACHIEVE THE HEIGHEST INTERIOR
VOLUME POSSIBLE.

2. CHANGE LIGHT FIXTURES IN CLASSROOM FROM RECESSED TO
INDIRECT/DIRECT PENDANT LINEAR FLUORESENCT PENDANT
FIXTURES.

3. ADD DAYLIGHT HARVESTING LIGHT CONTROLS.

4. CHANGE EXTERIOR WINDOWS FROM ALUMINUM FRAMES TO
FIBERGLASS FRAMES AND INCREASE THE OVERALL HEIGHT OF THE
WINDOWS FROM 5'-4" TO 6'-10" (WIDTH REMAINS THE SAME).

5. CHANGE FINISH FLOORING FROM VCT TO LINOLEUM TILES.

6. CHANGE MECHANICAL DUCT TO BE EXPOSED USING SPIRAL
DUCT. PAINT THE EXPOSED DUCTS.

7. ADD SOLAR LIGHT TUBES  WITH BLACK-OUT SHADES AS
DIAGRAMATICALLY SHOWN ON THE PLANS.

ALSO REFER TO SPECIFICATIONS AND MEP/FP DRAWINGS FOR
ADDITIONAL INFORMATION ABOUT ALTERNATE UPGRADES

 1/2" = 1'-0" 3NEW EXT. WINDOW ELEV. @ HORACE MANN CORRIDOR



Second Floor
BURR NEW CR
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 1" = 20'-0" 1BURR - SITE PLAN

DELIVERIES
FROM PINE

STREET

PINE STREET
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NEW M.O.

4' - 9 5/8"

EXISTING CONC.
WALKWAY TO REMAIN

EXISTING CONC.
PAD TO REMAIN

EXIST. STOR.

EXIST. TLT. RM.

B-D1

B-D2

B-D3

EXIST. PVC VENT
PIPE TO REMAIN

B-D4

B-D5

B-D6

B-D7

B-D8

B-D9

B-D10

B-D11
B-D12;
B-D13

EXIST. CONC.
FLOORING TO RECEIVE

NEW FLOORING

EXIST. DOORS
TO REMAIN

B-D13

NEW GAS METER
LOCATION; REFER TO
PLUMBING DRAWINGS

B-D14

EXISTING
ASPHALT PLAY
AREA

B-D4

EXIST. STOR.

EXISTING CLASSROOM

BOYS' TLT. RM.

44' - 0"

28
' - 

0"

BURR NEW CR

4' T.B.

25 Cubbies

16' M.B.

4' T.B.

EXIST. STOR.

EXIST. TLT. RM.
EXIST. STOR.

T.W.

B-C1

B-C2

EXISTING CLASSROOM

BOYS' TLT. RM.

FURNITURE
SHOWN FOR
REFERENCE ONLY

B-C3

B-C5; B-C6

B-C7; B-C9; B-C10

B-C4

B-C8; B-C9; B-C10

B-C11
B-C12

B-C13

B-C14

B-C15

B-C14

NEW GAS METER
LOCATION; REFER TO
PLUMBING DRAWINGS

B-C16
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 1/8" = 1'-0" 1BURR - DEMOLITION PLAN
 1/8" = 1'-0" 2BURR - FLOOR PLAN

DEMOLITION NOTES- BURR
ELEMENTARY SCHOOL:
B-D1. EXISTING ASPHALT WALKWAY TO BE REMOVED. SAW-CUT AT
EDGES WHERE EXISTING IS TO REMAIN.

B-D2. EXISTING TREES TO BE REMOVED.

B-D3. REMOVE RAILROAD TIES AND RAISED PLANTING BED AT TREE.

B-D4. EXISTING EXTERIOR LIGHT FIXTURE TO BE REMOVED. REER TO
ELECTRICAL DRAWINGS AND SPECIFICATIONS.

B-D5. RELOCATE EXISTING CARD ACCESS READER TO EXTERIOR SIDE
OF NEW EXTERIOR DOOR LOCATION.

B-D6. EXISTING EXHAUST FAN MOUNTED WITHIN EXISTING WINDOW
SYSTEM TO BE ABANDONDED. REFER TO MECHANICAL AND ELECTRICAL
DRAWINGS AND SPECIFICATIONS.

B-D7. EXISTING PREFAB SHOWER TO BE REMOVED. CUT & CAP PIPING.
PATCH FLOORING. ALSO REFER TO PLUMBING DRAWINGS AND
SPECIFICATIONS.

B-D8. EXISTING WOOD CUBBIES TO BE RELOCATED.

B-D9. NEW MASONRY OPENING THROUGH EXISTING EXTERIOR WALL
FOR NEW ENTRY TO MODULAR CLASSROOM ADDITION. SALVAGE
MASONRY FOR RE-USE FOR PATCHING OF EXISTING WALLS AT EDGES
OF NEW OPENING.

B-D10. REMOVE EXISTING HOLLOW METAL DOOR FRAME AND DOOR.
ENLARGE EXISTING MASONRY OPENING. SALVAGE EXISTING WOOD
DOOR FOR RE-USE AT THE NEW ENTRY TO THE EXISTING CLASSROOM.

B-D11. REMOVE EXISING MASONRY EXTERIOR WALL, PAIR OF
FIBERGLASS DOORS, AND WOOD DOOR FRAME. SALVAGE FIBERGLASS
DOORS AND ASSOCIATED HARDWARE FOR RE-USE AT NEW EXTERIOR
DOOR ENTRY LOCATION.

B-D12. REMOVE EXISTING VCT FLOORING.

B-D13. REMOVE EXISTING SUSPENDED ACOUSTICAL CEILING SYSTEM
AND LIGHTING AS NECESSARY.

B-D14. LAWN AREA TO BE TRENCHED FOR UNDERGROUND PIPING OF
NATURAL GAS FROM NEW GAS METER LOCATION TO NEW CLASSROOM
ADDITION.

NEW CONSTRUCTION
NOTES - BURR
ELEMENTARY SCHOOL:
B-C1. RELOCATE EXISTING WOOD CUBBIES TO ACCOMODATE
MODIFIED ENTRANCE TO THE EXISTING CLASSROOM. FINAL
LOCATION TO BE DETERMINED BY OWNER.

B-C2. REPLACE EXISTING CUT SPANDREL PANEL WITH A NEW
INSULATED METAL PANEL WHERE EXISTING EXHAUST DUCT IS
REMOVED.

B-C3. INTERIOR EXPANSION JOINT COVERS AT FLOOR, WALL,
AND CEILING.

B-C4. EXTERIOR EXPANSION JOINT AT WALL- CONTINUES AT
ROOF.

B-C5. NEW EXTERIOR STOREFRONT GLAZING SYSTEM AT
RELOCATED ENTRY. ALSO REFER TO EXTERIOR ELEVATION.

B-C6. RELOCATE EXISTING EXTERIOR FIBERGLASS DOORS AND
ASSOCIATED HARDWARE TO NEW STOREFRONT FRAME.
INSTALL NEW METAL THRESHOLD. VERIFY DIMENSIONS OF
EXISTING DOOR TO BE RE-USED (APPROX. 5'-3"x7'-0").

B-C7. NEW ENTRY MAT.

B-C8. NEW VCT FLOORING.

B-C9. NEW 2'x2' SUSPENDED ACOUSTICAL CEILING SYSTEM.

B-D10. NEW LAY-IN FLUORESCENT LIGHT FIXTURE(S) IN NEW
CEILNG SYSTEM. ALSO REFER TO ELECTRICAL DRAWINGS AND
SPECIFICATIONS.

B-C11. NEW INTERIOR PARTITION.

B-C12. RELOCATED WOOD DOOR WITH NEW HARDWARE.

B-C13. NEW INTERIOR WOOD VENEER DOOR IN NEW HOLLOW
METAL FRAME.

B-C14. NEW DOWNSPOUT

B-C15. BACKFILL TRENCHING AND RE-SEED WITH GRASS.

B-C12. SOLAR LIGHT TUBES WITH BLACK-OUT SHADES-
ALTERNATE UPGRADE.



First Floor
-12' - 0"

Existing Roof
13' - 4"

Modular Roof
11' - 6"

NEW MODULAR CLASSROOM

SKIRT HEIGHT MAY VARY
DUE TO SLOPE OF
EXISTING GRADE

EXISTING BUILDING BEYOND

EXISTING  EXTERIOR
CONCRETE STAIRS AND
METAL RAILINGS TO
REMAIN

B-C4; B-C15
NEW STOREFRONT INFILL B-C5; B-C6

EXPANSION JOINT & FLASHING

First Floor
-12' - 0"

Second Floor
0' - 0"

Existing Roof
13' - 4"

Modular Roof
11' - 6"

NEW MODULAR CLASSROOM

HEIGHT OF WINDOWS
FOR SUSTAINABLE
ALTERNATE

B-C14

EXISTING BUILDING BEYOND

B-C4 (EXPANDABLE)

CONTINUE AN
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DEMOLITION NOTES-
HORACE-MANN
ELEMENTARY SCHOOL:
HM-D1. REMOVE EXISTING WOOD STAIRS AND LANDING.

HM-D2. NOT USED

HM-D3. NOT USED

HM-D4. EXISTING EXTERIOR LIGHT GAUGE METAL FRAMED WALL TO BE
REMOVED FOR NEW CORRIDOR.

HM-D5. REMOVE EXISTING EXTERIOR DOOR.

NEW CONSTRUCTION
NOTES - HORACE MANN
ELEMENTARY SCHOOL:
HM-C1. INFILL CORRIDOR. FLOOR SYSTEM TO BE
INDEPENDENTLY STRUCTURED WITH EXPANSION JOINTS
BETWEEN NEW AND EXISTING CONSTRUCTION. THE NEW INFILL
CORRIDOR WILL BE SURROUNDED BY EXISTING CONDITIONED
SPACES EXCEPT: (a) BELOW THE NEW FLOOR AND (b) AT THE
GAP BETWEEN THE EXIS WEST WALLS OF THE EXISTING
MODULAR CLASSROOM AND THE PRPOPOSED NEW MODULAR
ADDITION WILL NEED TO BE CLOSED SUCH THAT IT IS INSULATED
AND ALLOWS EXISTING AND NEW ROOFS TO POSITIVELY DRAIN.

HM-C2. NEW 2'x2' SUSPENDED ACOUSTICAL CEILING AT MAXIMUM
HEIGHT POSSIBLE.

HM-C3. NEW LAY-IN FLUORESCENT LIGHT FIXTURES.

HM-C4. NEW VCT FLOORING.

HM-C5. TRANSITION STRIPS BETWEEN EXISTING CARPET AND
NEW RESILIENT FLOORING.

HM-C6. NEW G.W.B. SOFFIT/HEADER TO TRANSITION BETWEEN
EXISTING SUSPENDED ACOUSTICAL CEILING AND NEW
ACOUSTICAL CEILNG.

HM-C7. NEW G.W.B. AND STEEL STUD INFILL OF FORMER
EXTERIOR DOOR OPENING. FINISH INTERIOR SIDE WITH LINOLEUM
TACK-BOARD. FINISH EXTERIOR SIDE WITH WOOD SIDING TO
MATCH EXISTING WOOD SIDING AND PAINT TO MATCH.

HM-C8. INTERIOR EXPANSTION JOINTS.

HM-C9. NEW CONCRETE PAD AT FINISH FLOOR ELEVATION.

HM-D10. CRUSHED STONE PATH WITH ROOT BARRIER
UNDERNEATH- A CONTINUATION OF THE CRUSHED STONE
BELOW THE FOOTPRINT OF THE NEW MODULAR CLASSROOM.

HM-C11. NEW DOWNSPOUT AND SCUPPER. TIE DOWNSPOUT
INTO CRUSHED STONE WELL PER THE TYPICAL DETAIL ON SHEET
A.0.

HM-C12. SOLAR LIGHT TUBES WITH BLACK-OUT SHADES-
ALTERNATE UPGRADE.

HM-C13. MODIFY EXISTING DOWNSPOUT AT CORNER OF EXISTING
MODULAR CLASSROOM DUE TO NEW CONSTRUCTION.

HM-C14. ROOF AT CORRIDOR INFILL BETWEEN NEW CLASSROOM
AND EXISTING CLASSROOM TO BE AT LOWEST ELEVATION TO
COLLECT RAIN WATER IN NARROW SPACE BETEEN HIGH WALLS
OF EXISTING AND NEW MODULAR CLASSROOMS. NEW GUTTER
AND DOWNSPOUT AT THIS 4' LENGTH OF EXTERIOR WALL.

HM-C15. NEW EXTERIOR FIBERGLASS DOOR IN ALUMINUM
STOREFRONT FRAME. NEW EXTERIOR WALL TO MACTH
CONSTRUCTION OF NEW MODULAR CLASSROOM ADDITION.

HM-C16. EXTERIOR EXPANSION JOINT FILLER/COVER.

HM-C17. EXTISTING EXTERIOR MASONRY, CONCRETE WALLS,
WOOD PANELS OF EXISTING MODULAR BUILDING, AND EXISTING
EXTERIOR LOUVERS TO BE CLEANED AND PAINTED.
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DEMOLITION NOTES-
ZERVAS ELEMENTARY
SCHOOL:
Z-D1. EXISTING ASPHALT WALKWAY TO BE REMOVED. SAW-CUT AT
EDGES WHERE EXISTING IS TO REMAIN.

Z-D2. EXISTING CONCRETE RAMP, LANDING, AND RAILINGS TO BE
REMOVED IN THEIR ENTIRETY.

Z-D3. EXISTING FIBERGLASS DOORS AND ASSOCIATED DOOR
HARDWARE TO BE REMOVED AND RE-INSTALLED IN NEW ALUMINUM
STOREFRONT FRAMES AT MODULAR CLASSROOM ENTRY.

Z-D4. EXISTING EXTERIOR LIGHT FIXTURE TO BE REMOVED. REER TO
ELECTRICAL DRAWINGS AND SPECIFICATIONS.

Z-D5. EXISTING SITE FURNITURE BENCH TO BE REMOVED AND
RELOCATED. NEW LOCATION PER OWNER.

Z-D6. MODIFY EXISTING TIMBER PLAYGROUND BORDER TO BE
MODIFIED FOR NEW LIMITS OF NEW ASPHALT WALKWAY.

Z-D7. EXISTING DOOR BUZZER/INTERCOM TO BE RELOCATED TO NEW
MODULAR CLASSROOM ENTRY.

NEW CONSTRUCTION
NOTES - ZERVAS
ELEMENTARY SCHOOL:
Z-C1. NEW ASPHALT WALKWAY.

Z-C2. MODIFY EXISTING PERIMETER WALKWAY/PLAYGROUND TIMBERS
PER THE NEW WALKWAY CONFIGURATION.

Z-C3. CORNER OF NEW MODULAR CLASSROOM TO CANTILEVER OVER
EXISTING RAISED PLANTER BED. MODIFY SKIRT AS NECESSARY. TOP
OF PLANTER BED WALL APPROXIMATELY 24" ABOVE GRADE. VARIES
AS GRADE GRADUALLY SLOPES DOWN AWAY FROM THE BUILDING.

Z-C4. NEW ELEVATED METAL RAMPS AND LANDINGS.

Z-C5. NEW EXTERIOR STOREFRONT GLAZING SYSTEM AT RELOCATED
ENTRY AND AT INTERIOR VESTIBULE. NEW ALUMINUM DOORS AT
INTERIOR VESTIBULE AND RELOCATED EXISTING FIBERGLASS DOORS
AT NEW EXTERIOR DOOR ENTRY. ALSO REFER TO EXTERIOR
ELEVATION.

Z-C6. SOLAR LIGHT TUBES WITH BLACKOUT SHADES.

Z-C7. FOR SUSTAINABLE UPGRADE: TALLER FIBERGLASS WINDOWS IN
LIEU OF ALUMINUM WINDOWS. FOR ZERVAS ONLY: INTERIOR AND
EXTERIOR LIGHT SHELVES ON THE SOUTH ELEVATION.

Z-C8. NEW SUSPENDED ACOUSTIC CEILNG SYSTEM. EXISTING
BLUESTONE PAVERS TO REMAIN AT FORMER EXTERIOR LANDING. VCT
FLOORING FOR THE NEW MODULAR CLASSROOM ADDITION CORRIDOR.

Z-C9. INTERIOR EXPANSION JOINT COVERS AT FLOOR, WALL, AND
CEILING.

Z-D10. EXTERIOR EXPANSION JOINT FILLER/COVER. JOINT CONTINUES
AT ROOF/WALL INTERSECTION ABOVE.

Z-C11. MINIMUM 4" BED OF CRUSHED STONE BELOW NEW ADDITIONS
AND EXTENDING AS SHOWN BEYOND NEW ADDITION FOOTPRINT. ALSO
EXTEND BELOW CRUSHED STONE BELOW METAL RAMPS AND
LANDING.

Z-C12. DOWNSPOUT AND SCUPPER.

Z-C13. RELOCATED DOOR BUZZER/INTERCOM.

Z-C14. ENTRY MAT FLOORING, SUSPENDED ACOUSTIC CEILING SYSTEM
IN VESTIBULE.
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